Afton Central School District

Brian Phetteplace
29 Academy Street
Afton, NY 13730

&>MICROBAC"

Microbac Laboratories, Inc., New York Division

CERTIFICATE OF ANALYSIS
J6D0538

Project Name: Lead

Project / PO Number: N/A
Received: 04/11/2016 09:59
Reported: 04/22/2016 21:45

Analytical Testing Parameters

Client Sample ID: E Ent Bubbler FD
Lab Sample ID: J6D0538-01
Sample Type: Grab

Collected By: Brian Phetteplace
Collection Date: 04/09/16
Collection Time: 06:15

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 MCL PQL Units Note Prepared Analyzed
Rev.5.4
Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1038
Analytical Testing Parameters
Client Sample ID: E Ent Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-02 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:17

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 MCL PQL Units Note Prepared Analyzed
Rev.5.4
Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1052
Analytical Testing Parameters
Client Sample ID: Rm 2 FD Faucet Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-03 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:20

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 MCL PQL Units Note Prepared Analyzed
Rev.5.4
Method: EPA 200.8 Rev.5.4
Lead 0.00100 mg/L 04/15/16 0856 04/15/16 1055
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&>MICROBAC"

Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 2 FD 30 sec Faucet Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-04 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:21

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1059

Analytical Testing Parameters

Client Sample ID: Rm 3 Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-05 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:24

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1102

Analytical Testing Parameters

Client Sample ID: Rm 3 Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-06 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:26

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1106

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 3 Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-07 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:28

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00148 0.00100 mg/L 04/15/16 0856 04/15/16 1116

Analytical Testing Parameters

Client Sample ID: Rm 3 Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-08 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:29

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1120

Analytical Testing Parameters

Client Sample ID: Rm 3 Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-09 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:34

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00162 0.00100 mg/L 04/15/16 0856 04/15/16 1123

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 3 Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-10 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:36

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1127

Analytical Testing Parameters

Client Sample ID: Rm 4 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-11 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:39

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00105 0.00100 mg/L 04/15/16 0856 04/15/16 1130

Analytical Testing Parameters

Client Sample ID: Rm 4 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-12 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:40

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1134

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 4 of 112 |




&>MICROBAC"

Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 4 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-13 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:43

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1137

Analytical Testing Parameters

Client Sample ID: Rm 4 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-14 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1141

Analytical Testing Parameters

Client Sample ID: Rm 5 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-15 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1144

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 5 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-16 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:48

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1148

Analytical Testing Parameters

Client Sample ID: Rm 5 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-17 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1158

Analytical Testing Parameters

Client Sample ID: Rm 5 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-18 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:52

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1202

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 6 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-19 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00154 0.00100 mg/L 04/15/16 0856 04/15/16 1205

Analytical Testing Parameters

Client Sample ID: Rm 6 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-20 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:55

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0856 04/15/16 1209

Analytical Testing Parameters

Client Sample ID: Rm 6 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-21 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1212

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 6 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-22 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 06:58

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1226

Analytical Testing Parameters

Client Sample ID: Rm 7 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-23 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:04

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1230

Analytical Testing Parameters

Client Sample ID: Rm 7 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-24 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:06

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1240

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 7 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-25 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:07

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1244

Analytical Testing Parameters

Client Sample ID: Rm 7 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-26 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:08

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1247

Analytical Testing Parameters

Client Sample ID: Rm 23 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-27 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:11

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00157 0.00100 mg/L 04/15/16 0900 04/15/16 1251

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 23 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-28 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:13

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1254

Analytical Testing Parameters

Client Sample ID: Rm 23 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-29 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:14

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.001 0.00100 mg/L 04/15/16 0900 04/15/16 1258

Analytical Testing Parameters

Client Sample ID: Rm 23 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-30 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:16

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1301

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 10 of 112 |
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Lower B Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-31 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:19

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00158 0.00100 mg/L 04/15/16 0900 04/15/16 1305

Analytical Testing Parameters

Client Sample ID: Lower B Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-32 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:20

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0011 0.00100 mg/L 04/15/16 0900 04/15/16 1308

Analytical Testing Parameters

Client Sample ID: Rm 101 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-33 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:27

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1312

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 101 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-34 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:29

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1323

Analytical Testing Parameters

Client Sample ID: Rm 101 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-35 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:30

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1326

Analytical Testing Parameters

Client Sample ID: Rm 101 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-36 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:31

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1330

Microbac Laboratories, Inc.
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 102 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-37 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00364 0.00100 mg/L 04/15/16 0900 04/15/16 1333

Analytical Testing Parameters

Client Sample ID: Rm 102 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-38 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1337

Analytical Testing Parameters

Client Sample ID: Rm 102 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-39 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:48

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1340

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 13 of 112 |
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 102 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-40 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:49

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0900 04/15/16 1344

Analytical Testing Parameters

Client Sample ID: Rm 103 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-41 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:57

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00319 0.00100 mg/L 04/15/16 0904 04/15/16 1347

Analytical Testing Parameters

Client Sample ID: Rm 103 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-42 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:58

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1408

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 14 of 112 |
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 103 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-43 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 07:59

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1412

Analytical Testing Parameters

Client Sample ID: Rm 103 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-44 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:00

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1415

Analytical Testing Parameters

Client Sample ID: Rm 104 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-45 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:02

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00162 0.00100 mg/L 04/15/16 0904 04/15/16 1419
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 104 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-46 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:03

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1422

Analytical Testing Parameters

Client Sample ID: Rm 104 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-47 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:04

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1426

Analytical Testing Parameters

Client Sample ID: Rm 104 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-48 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:05

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1430
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 105 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-49 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:14

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00108 0.00100 mg/L 04/15/16 0904 04/15/16 1433

Analytical Testing Parameters

Client Sample ID: Rm 105 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-50 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:15

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1437

Analytical Testing Parameters

Client Sample ID: Rm 105 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-51 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:16

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1447
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 105 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-52 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:17

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1451

Analytical Testing Parameters

Client Sample ID: Rm 105 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-53 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:22

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00391 0.00100 mg/L 04/15/16 0904 04/15/16 1454

Analytical Testing Parameters

Client Sample ID: Rm 105 Bubble 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-54 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:23

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1458
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 106 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-55 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:24

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1501

Analytical Testing Parameters

Client Sample ID: Rm 106 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-56 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:25

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1505

Analytical Testing Parameters

Client Sample ID: Rm 107 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-57 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:29

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00173 0.00100 mg/L 04/15/16 0904 04/15/16 1508
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 107 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-58 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:30

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1512

Analytical Testing Parameters

Client Sample ID: Rm 107 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-59 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:31

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1516

Analytical Testing Parameters

Client Sample ID: Rm 107 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-60 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:32

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 0904 04/15/16 1519
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall E Cafe Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-61 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:35

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1658

Analytical Testing Parameters

Client Sample ID: Hall E Cafe Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-62 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:36

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1719

Analytical Testing Parameters

Client Sample ID: E Kitchen Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-63 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:43

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0575 0.00100 mg/L g 04/15/16 1030 04/15/16 1722
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: E Kitchen Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-64 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:44

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1726

Analytical Testing Parameters

Client Sample ID: E Kitchen Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-65 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00376 0.00100 mg/L 04/15/16 1030 04/15/16 1729

Analytical Testing Parameters

Client Sample ID: E Kitchen Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-66 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:46

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1733

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 22 of 112 |




&>MICROBAC"

Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: E Kitchen Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-67 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00251 0.00100 mg/L 04/15/16 1030 04/15/16 1736

Analytical Testing Parameters

Client Sample ID: E Kitchen Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-68 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:51

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1740

Analytical Testing Parameters

Client Sample ID: Rm 110 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-69 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:54

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00233 0.00100 mg/L 04/15/16 1030 04/15/16 1743
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 110 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-70 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 08:55

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1747

Analytical Testing Parameters

Client Sample ID: E Teachers Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-71 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:00

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00224 0.00100 mg/L 04/15/16 1030 04/15/16 1750

Analytical Testing Parameters

Client Sample ID: E Teachers Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-72 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:01

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1801
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Copy Rm Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-73 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:06

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0019 0.00100 mg/L 04/15/16 1030 04/15/16 1804

Analytical Testing Parameters

Client Sample ID: Copy Rm Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-74 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:07

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1808

Analytical Testing Parameters

Client Sample ID: Rm 202 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-75 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:15

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00384 0.00100 mg/L 04/15/16 1030 04/15/16 1811
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 202 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-76 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:16

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1815

Analytical Testing Parameters

Client Sample ID: Rm 202 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-77 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:17

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1818

Analytical Testing Parameters

Client Sample ID: Rm 202 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-78 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:18

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1822
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 203 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-79 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:26

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1825

Analytical Testing Parameters

Client Sample ID: Rm 203 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-80 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:27

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1030 04/15/16 1829

Analytical Testing Parameters

Client Sample ID: Rm 203 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-81 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:28

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1832
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 203 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-82 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:29

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1854

Analytical Testing Parameters

Client Sample ID: Rm 204 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-83 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:33

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00298 0.00100 mg/L 04/15/16 1057 04/15/16 1857

Analytical Testing Parameters

Client Sample ID: Rm 204 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-84 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:34

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1901
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 204 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-85 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:35

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1904

Analytical Testing Parameters

Client Sample ID: Rm 204 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-86 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:36

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1908

Analytical Testing Parameters

Client Sample ID: Rm 205 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-87 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:41

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00265 0.00100 mg/L 04/15/16 1057 04/15/16 1911
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 205 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-88 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:42

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1915

Analytical Testing Parameters

Client Sample ID: Rm 205 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-89 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:43

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1925

Analytical Testing Parameters

Client Sample ID: Rm 205 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-90 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:44

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1929
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 206 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-91 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00106 0.00100 mg/L 04/15/16 1057 04/15/16 1932

Analytical Testing Parameters

Client Sample ID: Rm 206 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-92 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:51

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1936

Analytical Testing Parameters

Client Sample ID: Rm 206 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-93 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:52

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1939
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 206 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-94 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1943

Analytical Testing Parameters

Client Sample ID: Rm 207 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-95 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:56

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00204 0.00100 mg/L 04/15/16 1057 04/15/16 1946

Analytical Testing Parameters

Client Sample ID: Rm 207 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-96 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:57

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1950
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 207 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-97 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:58

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1953

Analytical Testing Parameters

Client Sample ID: Rm 207 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-98 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 09:59

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 1957

Analytical Testing Parameters

Client Sample ID: Rm 208 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-99 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:06

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00136 0.00100 mg/L 04/15/16 1057 04/15/16 2007
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 208 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AA Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:07

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1057 04/15/16 2011

Analytical Testing Parameters

Client Sample ID: Rm 208 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AB Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:08

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2014

Analytical Testing Parameters

Client Sample ID: Rm 208 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AC Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:09

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2028
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 209 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AD Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:11

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00131 0.00100 mg/L 04/15/16 1123 04/15/16 2032

Analytical Testing Parameters

Client Sample ID: Rm 209 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AE Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:12

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2036

Analytical Testing Parameters

Client Sample ID: Rm 209 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AF Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:13

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2039
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 209 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AG Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:14

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2050

Analytical Testing Parameters

Client Sample ID: Rm 210 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AH Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:20

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00159 0.00100 mg/L 04/15/16 1123 04/15/16 2053

Analytical Testing Parameters

Client Sample ID: Rm 210 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-Al Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:21

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2057
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 210 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AJ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:22

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2100

Analytical Testing Parameters

Client Sample ID: Rm 210 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AK Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:23

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2104

Analytical Testing Parameters

Client Sample ID: Rm 211 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AL Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:43

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0017 0.00100 mg/L 04/15/16 1123 04/15/16 2107
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 211 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AM Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:44

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2111

Analytical Testing Parameters

Client Sample ID: Rm 211 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AN Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2114

Analytical Testing Parameters

Client Sample ID: Rm 211 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-A0 Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:46

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2118
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: E 2nd FI Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AP Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/15/16 2121

Analytical Testing Parameters

Client Sample ID: E 2nd FI Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AQ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:48

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/16/16 1817

Analytical Testing Parameters

Client Sample ID: Rm 212 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AR Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00308 0.00100 mg/L 04/15/16 1123 04/16/16 1135
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 212 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AS Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:51

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/16/16 1138

Analytical Testing Parameters

Client Sample ID: Rm 212 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AT Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:52

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/16/16 1142

Analytical Testing Parameters

Client Sample ID: Rm 212 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AU Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1123 04/16/16 1145
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 213 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AV Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:55

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0019 0.00100 mg/L 04/15/16 1225 04/16/16 1149

Analytical Testing Parameters

Client Sample ID: Rm 213 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AW Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:56

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1203

Analytical Testing Parameters

Client Sample ID: Rm 213 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AX Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:57

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1213
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 213 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AY Collection Date: 04/09/16
Sample Type: Grab Collection Time: 10:58

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1217

Analytical Testing Parameters

Client Sample ID: Rm 214 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-AZ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:02

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00209 0.00100 mg/L 04/15/16 1225 04/16/16 1220

Analytical Testing Parameters

Client Sample ID: Rm 214 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BA Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:03

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1224
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 214 Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BB Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:04

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1227

Analytical Testing Parameters

Client Sample ID: Rm 214 Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BC Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:05

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1231

Analytical Testing Parameters

Client Sample ID: 2nd FIr 6th Grd Bubbler A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BD Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:10

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1234
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: 2nd FIr 6th Grd Bubbler A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BE Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:11

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1238

Analytical Testing Parameters

Client Sample ID: 2nd FIr 6th Grd Bubbler B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BF Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:12

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1241

Analytical Testing Parameters

Client Sample ID: 2nd FIr 6th Grd Bubbler B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BG Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:13

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1245
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 120 Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BH Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:25

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.155 0.00100 mg/L g 04/18/16 0945 04/20/16 0311

Analytical Testing Parameters

Client Sample ID: Rm 120 Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-Bl Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:26

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00413 0.00100 mg/L 04/15/16 1225 04/16/16 1255

Analytical Testing Parameters

Client Sample ID: Rm 120 Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BJ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:27

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00224 0.00100 mg/L 04/15/16 1225 04/16/16 1259
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 120 Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BK Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:28

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1302

Analytical Testing Parameters

Client Sample ID: Rm 120 Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BL Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:30

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0189 0.00100 mg/L g 04/15/16 1225 04/16/16 1306

Analytical Testing Parameters

Client Sample ID: Rm 120 Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BM Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:31

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1225 04/16/16 1309
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 121 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BN Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:35

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0109 0.00100 mg/L 04/15/16 1225 04/16/16 1313

Analytical Testing Parameters

Client Sample ID: Rm 121 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BO Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:36

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00154 0.00100 mg/L 04/15/16 1225 04/16/16 1316

Analytical Testing Parameters

Client Sample ID: Rm 122 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BP Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:40

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0175 0.00100 mg/L g 04/15/16 1323 04/16/16 1323
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 122 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BQ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:41

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00334 0.00100 mg/L 04/15/16 1225 04/16/16 1320

Analytical Testing Parameters

Client Sample ID: Laundry Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BR Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00425 0.00100 mg/L 04/15/16 1323 04/16/16 1345

Analytical Testing Parameters

Client Sample ID: Laundry Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BS Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:46

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1348
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Laundry Ice M FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BT Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:55

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1352

Analytical Testing Parameters

Client Sample ID: Hall Betweel P+G Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BU Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00138 0.00100 mg/L 04/15/16 1323 04/16/16 1355

Analytical Testing Parameters

Client Sample ID: Hall B-P+G 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BV Collection Date: 04/09/16
Sample Type: Grab Collection Time: 11:48

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00356 0.00100 mg/L 04/15/16 1323 04/16/16 1359
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Nurses Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BW Collection Date: 04/09/16
Sample Type: Grab Collection Time: 12:42

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.164 0.00100 mg/L g 04/15/16 1323 04/16/16 1402

Analytical Testing Parameters

Client Sample ID: Nurses Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BX Collection Date: 04/09/16
Sample Type: Grab Collection Time: 12:43

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0383 0.00100 mg/L g 04/15/16 1323 04/16/16 1406

Analytical Testing Parameters

Client Sample ID: Nurses Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BY Collection Date: 04/09/16
Sample Type: Grab Collection Time: 12:44

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00122 0.00100 mg/L 04/15/16 1323 04/16/16 1409
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Nurses Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-BZ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 12:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1420

Analytical Testing Parameters

Client Sample ID: Rm 137 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CA Collection Date: 04/09/16
Sample Type: Grab Collection Time: 12:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1423

Analytical Testing Parameters

Client Sample ID: Rm 137 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CB Collection Date: 04/09/16
Sample Type: Grab Collection Time: 12:51

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00115 0.00100 mg/L 04/15/16 1323 04/16/16 1427
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 136 Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CC Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:00

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00858 0.00100 mg/L 04/15/16 1323 04/16/16 1430

Analytical Testing Parameters

Client Sample ID: Rm 136 Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CD Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:01

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1434

Analytical Testing Parameters

Client Sample ID: Rm 136 Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CE Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:02

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00386 0.00100 mg/L 04/15/16 1323 04/16/16 1437
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 136 Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CF Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:03

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1441

Analytical Testing Parameters

Client Sample ID: Rm 136 Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CG Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:06

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00355 0.00100 mg/L 04/15/16 1323 04/16/16 1444

Analytical Testing Parameters

Client Sample ID: Rm 136 Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CH Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:07

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1448
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 136 Faucet D FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-ClI Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:08

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00532 0.00100 mg/L 04/15/16 1323 04/16/16 1451

Analytical Testing Parameters

Client Sample ID: Rm 136 Faucet D 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CJ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:09

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1323 04/16/16 1502

Analytical Testing Parameters

Client Sample ID: Rm 136 Faucet E FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CK Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:10

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00424 0.00100 mg/L 04/15/16 1417 04/16/16 1505
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 136 Faucet E 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CL Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:11

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1519

Analytical Testing Parameters

Client Sample ID: Chem Storage Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CM Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:13

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0043 0.00100 mg/L 04/15/16 1417 04/16/16 1523

Analytical Testing Parameters

Client Sample ID: Chem Storage Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CN Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:14

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1527
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 135 Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CO Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:23

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00362 0.00100 mg/L 04/15/16 1417 04/16/16 1530

Analytical Testing Parameters

Client Sample ID: Rm 135 Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CP Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:24

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1534

Analytical Testing Parameters

Client Sample ID: Rm 135 Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CQ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:25

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0127 0.00100 mg/L 04/15/16 1417 04/16/16 1544
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 135 Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CR Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:26

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1548

Analytical Testing Parameters

Client Sample ID: Rm 135 Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CS Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:27

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00652 0.00100 mg/L 04/15/16 1417 04/16/16 1551

Analytical Testing Parameters

Client Sample ID: Rm 135 Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CT Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:28

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1555
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 135 Faucet D FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CU Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:29

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00158 0.00100 mg/L 04/15/16 1417 04/16/16 1558

Analytical Testing Parameters

Client Sample ID: Rm 135 Faucet D 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CV Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:30

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1602

Analytical Testing Parameters

Client Sample ID: Rm 135 Faucet E FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CW Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:31

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00308 0.00100 mg/L 04/15/16 1417 04/16/16 1605
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 135 Faucet E 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CX Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:32

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1609

Analytical Testing Parameters

Client Sample ID: HS Teachers Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CY Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:35

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1612

Analytical Testing Parameters

Client Sample ID: HS Teachers Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-CZ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:36

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1616
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall by HS Cafe Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DA Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:40

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0015 0.00100 mg/L 04/15/16 1417 04/16/16 1627

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DB Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:41

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1630

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DC Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:46

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0406 0.00100 mg/L g 04/18/16 0945 04/20/16 0315

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 60 of 112 |




&>MICROBAC"

Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall by HS Cafe Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DD Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0232 0.00100 mg/L g 04/18/16 0945 04/20/16 0319

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DE Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:52

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00146 0.00100 mg/L 04/15/16 1417 04/16/16 1634

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DF Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1417 04/16/16 1637
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall by HS Cafe Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DG Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:54

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00205 0.00100 mg/L 04/15/16 1454 04/16/16 1641

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DH Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:55

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1655

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet D FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DlI Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:56

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00332 0.00100 mg/L 04/15/16 1454 04/16/16 1658
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall by HS Cafe Faucet D 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DJ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 13:57

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1709

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet E FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DK Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:00

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00103 0.00100 mg/L 04/15/16 1454 04/16/16 1713

Analytical Testing Parameters

Client Sample ID: Hall by HS Cafe Faucet E 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DL Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:01

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1716
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: HS Cafe IM FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DM Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:58

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1720

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DN Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:10

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00185 0.00100 mg/L 04/15/16 1454 04/16/16 1723

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DO Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:12

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1727
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Home Ec Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DP Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:12

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00397 0.00100 mg/L 04/15/16 1454 04/16/16 1730

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DQ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:13

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00115 0.00100 mg/L 04/15/16 1454 04/16/16 1734

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet C FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DR Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:14

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00613 0.00100 mg/L 04/15/16 1454 04/16/16 1737
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Home Ec Faucet C 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DS Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:15

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1741

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet D FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DT Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:20

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00495 0.00100 mg/L 04/15/16 1454 04/16/16 1752

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet D 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DU Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:21

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1755
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Home Ec Faucet E FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DV Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:22

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00787 0.00100 mg/L 04/15/16 1454 04/16/16 1759

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet E 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DW Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:23

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00142 0.00100 mg/L 04/15/16 1454 04/16/16 1802

Analytical Testing Parameters

Client Sample ID: Home Ec Faucet F FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DX Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:24

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00388 0.00100 mg/L 04/15/16 1454 04/16/16 1806
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Home Ec Faucet F 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DY Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:25

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1454 04/16/16 1809

Analytical Testing Parameters

Client Sample ID: Rm 151 Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-DZ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:30

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0128 0.00100 mg/L 04/15/16 1454 04/16/16 1813

Analytical Testing Parameters

Client Sample ID: Rm 151 Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EA Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:31

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00156 0.00100 mg/L 04/15/16 1607 04/16/16 2100
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall By Auditorium Bubbler A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EB Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:35

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2114

Analytical Testing Parameters

Client Sample ID: Hall By Auditorium Bubbler A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EC Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:36

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2117

Analytical Testing Parameters

Client Sample ID: Hall By Auditorium Bubbler B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-ED Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:37

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2121
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall By Auditorium Bubbler B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EE Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:38

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2124

Analytical Testing Parameters

Client Sample ID: HS Art Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EF Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:46

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2128

Analytical Testing Parameters

Client Sample ID: HS Art Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EG Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2138
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Hall By H Art Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EH Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:49

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2142

Analytical Testing Parameters

Client Sample ID: Hall By H Art Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-El Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2145

Analytical Testing Parameters

Client Sample ID: DO Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EJ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:51

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00162 0.00100 mg/L 04/15/16 1607 04/16/16 2149
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: DO Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EK Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:52

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2152

Analytical Testing Parameters

Client Sample ID: DO Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EL Collection Date: 04/09/16
Sample Type: Grab Collection Time: 14:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2156

Analytical Testing Parameters

Client Sample ID: Bus Garage Taucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EM Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:03

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2159
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Bus Garage Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EN Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:04

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2203

Analytical Testing Parameters

Client Sample ID: Rm 34 Faucet A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EO Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:30

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2206

Analytical Testing Parameters

Client Sample ID: Rm 34 Faucet A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EP Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:31

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2210

Microbac Laboratories, Inc.
3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com | Page 73 of 112 |




&>MICROBAC"

Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Rm 34 Faucet B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EQ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:32

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00243 0.00100 mg/L 04/15/16 1607 04/16/16 2220

Analytical Testing Parameters

Client Sample ID: Rm 34 Faucet B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-ER Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:33

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2224

Analytical Testing Parameters

Client Sample ID: Main Lobby Bubbler A FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-ES Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:43

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/16/16 2227
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Main Lobby Bubbler A 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-ET Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:44

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1607 04/17/16 2236

Analytical Testing Parameters

Client Sample ID: Main Lobby Bubbler B FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EU Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:45

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2234

Analytical Testing Parameters

Client Sample ID: Main Lobby Bubbler B 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EV Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:46

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2248
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: HS Boys lkr Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EW Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:47

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2252

Analytical Testing Parameters

Client Sample ID: HS Boys Ikr Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EX Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:48

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2302

Analytical Testing Parameters

Client Sample ID: HS Girls Ikr Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EY Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:49

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2306
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: HS Girls Ikr Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-EZ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:50

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2309

Analytical Testing Parameters

Client Sample ID: Overlook Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FA Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:52

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2313

Analytical Testing Parameters

Client Sample ID: Overlook Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FB Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:53

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2316
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Band Rm Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FC Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:57

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00273 0.00100 mg/L 04/15/16 1627 04/16/16 2320

Analytical Testing Parameters

Client Sample ID: Band Rm Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FD Collection Date: 04/09/16
Sample Type: Grab Collection Time: 15:58

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.00115 0.00100 mg/L 04/15/16 1627 04/16/16 2323

Analytical Testing Parameters

Client Sample ID: Cust Break Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FE Collection Date: 04/09/16
Sample Type: Grab Collection Time: 16:10

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2327
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538
Analytical Testing Parameters
Client Sample ID: Cust Break Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FF Collection Date: 04/09/16
Sample Type: Grab Collection Time: 16:11

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2330

Analytical Testing Parameters

Client Sample ID: Boiler Rm Faucet FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FG Collection Date: 04/09/16
Sample Type: Grab Collection Time: 16:15

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead 0.0152 0.00100 mg/L g 04/15/16 1627 04/16/16 2334

Analytical Testing Parameters

Client Sample ID: Boiler Rm Faucet 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FH Collection Date: 04/09/16
Sample Type: Grab Collection Time: 16:16

Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)

Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4

Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2344
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Microbac Laboratories, Inc., New York Division
CERTIFICATE OF ANALYSIS

J6D0538

Analytical Testing Parameters

Client Sample ID: Pool Area Bubbler FD Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FI Collection Date: 04/09/16
Sample Type: Grab Collection Time: 16:02
Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)
Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4
Method: EPA 200.8 Rev.5.4
Lead 0.00107 0.00100 mg/L 04/15/16 1627 04/16/16 2348

Analytical Testing Parameters

Client Sample ID: Pool Area Bubbler 30 sec Collected By: Brian Phetteplace
Lab Sample ID: J6D0538-FJ Collection Date: 04/09/16
Sample Type: Grab Collection Time: 16:03
Analyses Subcontracted to: Envirotest Laboratories, Inc. (E PA NY00049)
Metals via ICP- MS per EPA 200.8 Result MCL PQL Units Note Prepared Analyzed
Rev.5.4
Method: EPA 200.8 Rev.5.4
Lead <0.00100 0.00100 mg/L 04/15/16 1627 04/16/16 2351
Laboratory
NY: Microbac Laboratories, Inc., New York Division
Definitions
o Result fails applicable NYS drinking water standards
PQL: Practical Quantitation Limit

Cooler Receipt Log

Cooler ID: Default Cooler Temp: 20.5°C
Cooler Inspection Checklist
Custody Seals Intact and/or No Evidence of Tampering Yes Containers Intact Yes
COC/Labels Agree Yes Preservation Correct (or not required) Yes
Received on Ice (or not required) Yes

Project Requested Certification(s)

Microbac Laboratories, Inc., New York Division
NY Lab ID No.: 10795

New York State Department of Health

Microbac Laboratories, Inc.

3821 Buck Dr. | Cortland, N Y 13045 | 607-753-3403 p | ww w.microbac.com
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Microbac Laboratories, Inc., New York Division

CERTIFICATE OF ANALYSIS
J6D0538

Report Comments Reviewed and Approved By :

Samples were received in proper condition and the reported results 4 N
conform to applicable accreditation standard unless otherwise noted. WW/ W\

Christine Rhodes
Go Green: Contact Christine Rhodes to set up email reporting and invoicing options. Customer Service

04/22/2016 21:45
The data and information on this, and other accompanying documents, represents only the sample(s) analyzed. This report is incomplete
unless all pages indicated in the footnote are present and an authorized signature is included. For any feedback concerning our services,
please contact Christine Rhodes, Project Manager at christine.rhodes@microbac.com. You may also contact Michael Fifield, Managing
Director at michael.fifield@microbac.com or Robert Crookston, President at robert.crookston@microbac.com.
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